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1 PURPOSE 

The purpose of this guide is to detail the roles and responsibilities of the ATC Customer 
Engagement and Interconnection Solutions group in the administration of the following agreement 
related to NERC Standard NUC-001: 

NERC Standard NUC-001 Nuclear Plant Interface Coordination Agreement (ICA) 
between NextEra Energy Point Beach, LLC (NextEra) and American Transmission 
Company LLC,” Effective Date: April 1, 2010 and updated periodically.  

Consistent with the requirements of the NERC Mandatory Reliability Standard NUC-001 (as 
modified from time-to-time), the ICA documents the Nuclear Plant Interface Requirements 
(NPIRs) for the Point Beach Nuclear Plant (PBNP) that have been mutually agreed to by both 
NextEra and ATC.  The ICA also documents how NextEra and ATC address and implement the 
mutually agreed to NPIRs. 

Customer Engagement and Interconnection Solutions group has primary accountability for ATC 
compliance with NERC Standard NUC-001, leading the coordination of documenting the ATC 
cross-functional commitments and responsibilities detailed within this agreement for compliance 
purposes. 

2 SCOPE AND APPLICABILITY 

2.1 NERC Applicability 
ATC is a NERC-registered Transmission Operator, Transmission Owner and Transmission 
Planner as a member of both the Midwest Reliability Organization (MRO) and ReliabilityFirst 
Corporation (RFC).  

The Point Beach Nuclear Plant (PBNP) is interconnected to the ATC transmission system. 
Therefore, NextEra Energy Point Beach, LLC (NextEra) as a Nuclear Plant Generator Owner 
(NPGO), has identified ATC as a “transmission entity” as defined in Section A.1 (4.2) of NERC 
NUC-001 and referenced in Requirement 1 of that standard.   

2.2 Potentially Affected ATC functional areas 
This guide applies only directly to Customer Engagement and Interconnection Solutions 
personnel. However, in administering its responsibilities, customer relations and interconnection 
services must coordinate with the following potentially affected ATC functional areas: 

 Maintenance 
 Human Capitol  
 System Protection 
 Planning 
 Operations 
 Corporate Security 
 Project Management 
 Legal 

2.3 Administration 

2.3.1 Within 30 days of approved modifications made to the Nuclear Plant Interface Coordination 
Agreement (ICA) with NextEra or no less than on an annual basis, Interconnection Solutions will 
review and update this guide as necessary. 
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2.3.2 An Interconnection Specialist specifically maintains documentation of certain work instruction 
actions, as detailed in Section 3 of this guide, as supporting evidence for NUC-001 compliance. 
Procedural actions requiring definite documentation are identified with parenthetical references to 
the ICA (e.g. “PBNP ICA D.1.1”). 

3 RESPONSIBILITIES 

3.1 Proposed New or Revised ICA or ICA Appendices 
Upon receipt of a proposed new or revised ICA or ICA Appendix (including Nuclear Plant 
Interface Requirements - NPIRs) from the NPGO, Customer Engagement and Interconnection 
Solutions will perform the following actions according to Section 4 of the ICA: 

3.1.1 Within 30 days of receipt of a proposed new or revised ICA or ICA appendix, an Interconnection 
Specialist will send an email to the NPGO acknowledging receipt of the proposed new or revised 
ICA or ICA appendix (PBNP ICA Section 3.1 & 4). 

3.1.2 An Interconnection Specialist transmits the proposed new or revised ICA or ICA appendix to the 
ATC department affected by the proposed changes to review and determine acceptability. An 
Interconnection Specialist will schedule a meeting with the affected departments as necessary to 
coordinate initial review of the proposal. 

3.1.3 An Interconnection Specialist will convene a meeting with the NPGO and maintain meeting 
minutes with the NPGO, if necessary, to discuss acceptability and application of the proposed 
new or revised ICA or ICA appendix (PBNP ICA Section 3.1). 

3.1.4 If the proposed new or revised ICA or ICA appendix is associated with the NPGO- or ATC-
proposed design modification, an Interconnection Specialist will coordinate with the NPGO on the 
proposed modification according to Sections 3.3 or 3.4 of this guide, respectively. 

3.1.5 An Interconnection Specialist will draft a revision to the ICA or ICA appendix, associated RACI 
matrix and this guide, as necessary, and circulates for review among ATC stakeholders noted in 
the RACI matrix as having a role within the ICA affected section(s). 

3.1.6 On behalf of ATC, an Interconnection Specialist will coordinate negotiations among ATC and 
NPGO stakeholders to achieve agreement on any final draft revision to an ICA or ICA appendix 
as necessary. 

3.1.7 Once agreement has been reached between ATC and NPGO stakeholders on a final draft 
revision to an ICA or ICA appendix, an Interconnection Specialist will route the final draft revision 
to the “consulted” ATC stakeholders1 for approval.  

3.1.8 Upon receipt of approvals from the ATC Stakeholders, an Interconnection Specialist will submit 
an original copy of the revised ICA or ICA appendix to the ATC stakeholder identified as 
“accountable” for the affected section(s) of the ICA or ICA appendix for review and final 
approval.2 

3.1.9 An Interconnection Specialist will send to the NPGO a copy of the ATC-executed original copy of 
the revised ICA or ICA appendix to the NPGO for execution with the request that one fully 
executed original be returned to ATC for its records. Note: Scanned copy of a document 
signature page is sufficient. 

3.1.10 Upon receipt of the fully executed copy of the signature page for the revised ICA or ICA appendix, 
an Interconnection Specialist will transmit the entire document to ATC Legal for proper archiving.   

 
1 Stakeholders to be “consulted” for approval are identified in the pertinent RACI matrix for the affected section(s) of the ICA or ICA 
appendix. 
2 Stakeholders that are “accountable” for the various ICA requirements are identified in the pertinent RACI matrix for the affected 
section(s) of the ICA or ICA appendix. 
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3.2 Planning Studies  

3.2.1 Upon completion of any ATC planning studies identified in the PBNP ICA, Section B.4, and after 
consultation with ATC planning and operations departments, an Interconnection Specialist will 
submit the ATC planning final study report to the NPGO with a copy of the transmittal to ATC 
planning (PBNP ICA Section 3.2.2 & Section D.5.3). 

3.2.2 An Interconnection Specialist will facilitate ATC and NPGO’s collaboration to determine a 
mutually agreeable mitigation plan if the results of the studies indicate any of the limits and 
parameters of the ICA Appendix B cannot be met (PBNP ICA Section D.5.3.1). 

3.3 NPGO-Proposed Design Modifications  
Upon receipt from the NPGO of proposed changes in writing to nuclear plant design, 
configuration, operations, limits, protection systems, or capabilities that may impact the 
transmission system or the ability of the NPGO, ATC, and/or the electric system to meet NPIRs, 
Interconnection Services will perform the actions outlined below:   

An Interconnection Administrator will process the NPGO notification as a Generating Facility Modification 
Notification (GFMN)3; which includes informing ATC functional areas  

Maintenance, Human Capitol, System Protection, Planning, Operations, Corporate Security, 
Project Management, and Legal. 

3.3.1 If the proposed modification is identified to materially impact ATC, an Interconnection Specialist 
will perform the following:  

3.3.1.1 Coordinate ATC and NPGO’s collaboration (including consulting ATC functional areas 
Maintenance, Protection, Planning, Operations, Corporate Security, and Legal) on a mutually 
agreeable resolution. (PBNP ICA Section D.5.1.1) 

3.3.1.2 Work with the NPGO, according to Section 3.1 of this Guide, to revise or amend the ICA as 
appropriate to reflect the completed modifications. 

3.4 ATC-Proposed Design Modifications 
Customer Engagement and Interconnection Solutions will notify the NPGO of proposed changes 
to electric system design, configuration, operations, limits, protection systems, or capabilities that 
may impact the ability of the electric system to meet the NPIRs according to the following actions 
(PBNP ICA Section D.5.2) 

3.4.1 Upon notification from ATC functional areas such as Maintenance, System Protection, Planning, 
Operations, Corporate Security, or Legal of proposed modifications; an Interconnection Specialist 
notifies the NPGO in writing using agreed upon protocols described in the ICA (PBNP ICA 
Section D.5.2). 

3.4.2 An Interconnection Specialist will monitor the 36-month rolling work schedule administered by 
ATC Operations for modification projects that merit more specific notification to an NPGO.  

3.4.3 If the electric system work described in the written notification to the NPGO is identified to 
materially impact the NPGO, an Interconnection Specialist will coordinate ATC and NPGO’s 
collaboration, including informing ATC functional areas Maintenance, System Pprotection, 
Planning, Operations, Corporate Security, and Legal, on a mutually agreeable resolution (PBNP 
ICA Section D.5.2.1) 

3.5 ATC Work Schedules 

 
3 See separate Generator Modeling Process User’s Guide GD-1201 for more information on GFMNs. 
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3.5.1 An Interconnection Specialist will monitor the 36-month rolling work schedules administered by 
ATC Operations and assist in mitigating any scheduling conflicts if requested by ATC operations 
or the NPGO. 

3.5.2 An Interconnection Specialist will coordinate with ATC project management on the submittal of a 
more detailed notice of work scope and schedule no less than 13 weeks in advance of the start of 
construction work at either the NPGO interconnection substation or switchyard or on any of the 
lines directly connected to the NPGO interconnection substation or switchyard consistent with the 
ICA (PBNP ICA Section D.4.2).  

3.6 NPGO Project In-Service Notifications   

3.6.1 Upon written notification from the NPGO of a design modification in accordance with the PBNP 
ICA, Section D.5.4.1, being placed in-service, an Interconnection Specialist will transmit this 
information by e-mail to ATC functional areas Maintenance, System Protection, Planning, 
Operations, Corporate Security, and Legal (PBNP ICA Section D.5.4.1). 

3.6.2 After receipt of written notification from the NPGO of modifications being placed in-service in 
accordance with the PBNP ICA, Section D.5.5, and after consulting with ATC functional areas 
Maintenance, System Protection, Planning, Operations, Corporate Security, and Legal; an 
Interconnection Specialist will reply to the NPGO by email no later than five business days after 
receipt of the NPGO notice that ATC has initiated actions to incorporate information related to the 
modifications into ATC records (PBNP ICA Section D.5.5). 

3.7 ATC Project In-Service Notifications 
Upon receipt of a Project In-Service Notification from ATC project management for a project that 
has impacted an NPGO, according to the PBNP ICA, Section D.5.2; an Interconnection Specialist 
will provide an email notification to the NPGO no later than ten business days or as soon as 
practicable after the design modifications are placed in-service (PBNP ICA Section D.5.6.1). 

3.8 Contact Information 

3.8.1 An Interconnection Specialist will coordinate with the appropriate ATC departments to provide the 
NPGO with updated contact information in writing no less frequently than once each calendar 
year for respective personnel responsible for coordinating the requirements within the respective 
ICAs. The format for this contact information may follow that included within the RACI matrix, but 
includes, at a minimum, the following: (PBNP ICA Section 3.9) 

• Responsible department name; 

• Name or title of responsible individual(s); 

• Phone number for responsible individual(s); and 

• Email address for responsible individual(s). 

3.8.2 Upon receipt of updated contact information from the NPGO, an Interconnection Specialist will 
update the ATC customer contact database and routes the updated information to ATC functional 
areas including Interconnection Solutions, Maintenance, System Protection, Planning, 
Operations, Corporate Security, Project Management, and Legal (PBNP ICA Section 3.9). 

3.9 ICA Periodic Review 

3.9.1 An Interconnection Specialist will coordinate a review of the ICA and the associated RACI matrix 
with the NPGO no less frequently than once every three years following the effective date of each 
ICA. If such review yields identification of a need for ICA or ICA appendix changes, an 
Interconnection Specialist will coordinate such changes according to Section 3.1 of this guide 
(PBNP ICA Section 3.10). 
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3.9.2 If ATC or the NPGO requests, during any three-year period, a review of the ICA, an 
Interconnection Specialist will coordinate ATC’s review with the NPGO (PBNP ICA Section 3.10). 

3.10 Dispute Resolution 
An Interconnection Specialist is responsible for coordinating ATC resolution of any dispute with 
the NPGO regarding terms of an ICA (PBNP ICA Section 3.11). Additional dispute resolution 
guidance can be found in Article 27 of the Generator Interconnection Agreement between ATC 
and the NPGO. 

3.11 Investigations of Unplanned Events 
If requested by ATC functional areas such as Maintenance, System Protection, Planning, or 
Operations; an Interconnection Specialist will coordinate ATC’s collaboration with the NPGO in an 
investigation of any unplanned event that has potentially affected NPIRs and in the development 
of mutually agreeable solutions to minimize future risk of such events (PBNP ICA Section 3.24). 

3.12 Supplying Information for Reporting to Government Agencies 
In accordance with pertinent ATC policies and after consultation with ATC functional areas 
including: Interconnection Solutions, Maintenance, System Protection, Planning, Operations, 
Corporate Security, and Project Management; an Interconnection Specialist, consistent with 
Confidential Energy Infrastructure Information (CEII) requirements, supplies or provides to the 
NPGO access to information necessary to complete any report or notification to any 
governmental agency (PBNP ICA Section 3.25). 

3.13 Training 
An Interconnection Specialist is responsible for maintaining and conducting Interconnection 
Services’ annual training program on this Guide for Interconnection Services personnel (PBNP 
ICA Section 3.26).  Each of ATC work groups listed in Section 2.2 of this document are 
responsible for managing their own training programs associated with the NUC-001 Standard.  

4 DOCUMENT REVIEW 

Interconnection services reviews and updates this guide as necessary, but no less frequently 
than once a year. 

5 RECORDS RETENTION 

Interconnection services records associated with this guide are maintained in the following 
corporate folder: K:\Customer Relations- Interconnection Services\Documents\Guides\Nuclear 
Plant Interface Coordination Guide. 

6 ADDITIONAL INFORMATION 

6.1 Revision Information 

Version  Author Approver Date Section Description 
11.0 John Raisler Trevor Stiles 10/1/22  Reviewed Document – 

Minor changes to update 
department names. 

10.0 John Raisler Randy Karls 12/15/21  Reviewed Document – No 
material Changes to 
document 

9.0 John Raisler Randy Karls 12/14/20  Reviewed document – 
changed department 
references to functional 
areas 
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8.0 John Raisler Randy Karls 9/30/19 Many Update ATC Department 
references throughout the 
document. Removed the 
reference to “Core 
Compliance Team” 

7.0 John Raisler Randy Karls 11/15/18 3.4 Reviewed entire 
Document. Clarified the 
Section 3.4. 

6.0 John Raisler Randy Karls 12/15/2017 3 Reviewed entire 
Document. Clarified the 
Training section. 

5.0 John Raisler Tom Finco 11/29/16 1, 2,3,5 Clarified Purpose, minor 
wording changes for 
readability throughout 
document, & updated 
records retention file 
location 

4.0 John Raisler Tom Finco 12/7/2015 2.1, 6.2 Removed reference to 
ATC as a Planning 
Authority. Removed 
Section 6.2 – Sample 
Concurrence Memo. 

3.0 John Raisler Tom Finco 10/24/2014 All Removed Kewaunee 
Power Station references 

2.0 John Raisler Tom Finco 5/15/2013 1,3,6 Minor updates and 
clarified language in 
document. 

1.0 Jeff Schraufnagel Tom Finco 8/6/2010 All Original 
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