
MISO MTEP17 MTEP Modified MISO MTEP17 MTEP Modified MISO MTEP17 MTEP Modified MISO MTEP17 MTEP Modified MISO MTEP17 MTEP Modified MISO MTEP17 MTEP Modified Comments

Marquette Area

Presque Isle Diapatch 5@310.1 MW 5 units 5@258.3MW 3 units 4@251 MW 4 units 5@327 MW 0 MW 4@266.1 MW 0 MW 5@310.4 MW 0 MW Units dispached per merit order

J703/J704 Dispatch 0 MW 0/0 MW 0/0 MW 0/0 MW 0/0 MW 0/0 MW 0/0 MW
128.1/54.9 MW

(7/3 units)
0/0 MW 0/0 MW 0/0 MW

91.5/18.3 MW

5/1 (units)

PIPP Replacement 

(all on for Smmer PK, 6 for Winter PK and 0 on for LL)

City of Marquette

-2.9 MW net  (63.8 

MW load, 67.1 

MW gen)

Net Zero
21.5 MW net (21.5 

MW load)
Net Zero

-2.4 MW net 

(56.3 MW load,

59.3 MW gen)

Net Zero
64 MW net 

(64 MW load)

vary from net Zero 

to full load service

21.5 MW net (21.5 

MW load)

load service from 

the grid

57 MW net 

(56.3 MW load,

0 MW gen)

2 MQT EC + Hydro 

& rest from Grid

SIS NITS report states conditions on NITS will be 

removed in 2019 subject to verification

Empire/Tilden Mines 168.7 MW No change 168.7 MW No change 168.7 MW No change 168.7 MW No change 168.7 MW No change 168.7 MW No change
No change, beyond scope of study for change in mine 

load.

Escanaba Area

New Page 35.5 MW import No change 35.5 MW import No change 35.5 MW import No change 35.5 MW import No change 35.5 MW import No change 35.5 MW import No change info only

City of Escanaba 29.4 MW No change 13.6 MW load No change 25 MW load No change 29.5 MW No change 13.6 MW load No change 25.1 MW load No change info only

Gladstone generation 5 MW
need to verify if 

Emergency only
0 MW

need to verify if 

Emergency only
5 MW

need to verify if 

Emergency only
5 MW

need to verify if 

Emergency only
0 MW

need to verify if 

Emergency only
0 MW

need to verify if 

Emergency only
need to verify if Emergency only, Ken to Check

Iron Mountain Area

Hydro generation 38.5 MW No change 46.1 MW No change 41.1 MW No change 38.5 MW No change 46.1 MW No change 41.1 MW No change

Eastern U.P.

Hydro generation 38.3 MW No change 34.1 MW No change 33.9 MW check 38.3 MW No change 34.1 MW No change 33.9 MW check check PI winter dispatch level -Steve

Diesel generation 8.8 MW Zero 0 MW Zero 0 MW Zero 8.8 MW Zero 0 MW Zero 0 MW Zero

Garden Wind generation 4.3 MW No change 11.2 MW No change 11.2 MW No change 4.3 MW No change 0 MW No change 11.2 MW No change

Flow Control 20 MW N-S

20 MW N-S

0 MW N-S

20 MW S-N

20 MW N-S

20 MW N-S

0 MW N-S

20 MW S-N

20 MW N-S

20 MW N-S

0 MW N-S

20 MW S-N

20 MW N-S

20 MW N-S

0 MW N-S

20 MW S-N

20 MW N-S

20 MW N-S

0 MW N-S

20 MW S-N

20 MW N-S

20 MW N-S

0 MW N-S

20 MW S-N

Adjust as shown for scenarios to determine potential 

impacts.

Load Request (Confidential) 0.5 MW 12 MW 0.5 MW 12 MW 0.5 MW 12 MW 0.5 MW 12 MW 0.5 MW 12 MW 0.5 MW 12 MW
12 MW peak, 4 from CLOV & 8 from AES per 

Cloverland

Load Request (Confidential) 0 MW 0 MW 0 MW 0 MW 0 MW 0 MW 0 MW 0 MW 0 MW 0 MW 0 MW 0 MW No PCA, beyond study horizon

Western U.P.

Warden generation 14.3 MW 18.7 MW 0 MW 18.7 MW 13.8 MW 18.7 MW 14.5 MW 18.7 MW 18.7 MW 18.7 MW 14.0 MW 18.7 MW contract with DTE

Portage generation 0 MW No change 0 MW No change 0 MW No change 0 MW No change 0 MW No change 0 MW No change

White Pine Mine generation 0 MW No change 0 MW No change 0 MW No change 0 MW No change 0 MW No change 0 MW No change

Hydro generation 7.6MW No change 12.2 MW No change 9.6 MW No change 7.6MW No change 12.2 MW No change 9.6 MW No change

Northeast Wisconsin

West Marinette generation 230 MW As needed 0 MW As needed 0 MW As needed 222.1 MW As needed 0 MW As needed 0 MW As needed Units dispached per merit order

Pulliam generation
275 MW 

(3 units)
As needed

112.5 MW 

(1 unit)

Only P-31 available 

if needed

201.6 MW 

(2 units)
As needed

278 MW 

(3 units)
As needed

116.5 MW

(2 units)

Only P-31 available 

if needed

194.5 MW

(2 units)
As needed Units dispached per merit order

Fox Energy generation
554.6 MW

(3 units)
As needed

0 MW

(0 units)
As needed

554.6 MW

(3 units)
As needed

554.6 MW

(3 units)
As needed

107.8 MW

(1 unit)
As needed

554.6 MW

(3 units)
As needed Units dispached per merit order

DePere generation 162 MW As needed 0 MW Off 87.2 MW As needed 162.6 MW As needed 0 MW Off 107.2 MW As needed Units dispached per merit order

Back40 load 

(Confidential)
0 MW 0 MW 0 MW 0 MW 0 MW 0 MW 0 MW 0 MW 0 MW 0 MW 0 MW 0 MW

North Central Wisconsin

Hydro generation 11.2 MW No change 13.0 MW No change 12.0 MW No change 11.2 MW No change 13.0 MW No change 12.0 MW No change

Lower Michigan

Ludington generation
1873.4 MW

(5 units)
No Change

-1701.6 MW

(5 units pumping)
No Change

1043.4 MW

(3 units)
No Change

1918.4 MW

(5 units)
No Change

-1701.8 MW

(5 units pumping)
No Change

1713.4 MW

(5 units)
No Change Leave As-Is

Alpine generation 0 MW No Change 0 MW No Change 0 MW No Change
376.2 MW

(2 units)
No Change

376.2 MW

(2 units)
No Change 0 MW No Change 263766 & 263767

Livingston Peaker generation
134 MW

(4 units)
No Change 0 MW No Change 0 MW No Change

134 MW

(4 units)
No Change 0 MW No Change 0 MW No Change 256384,-256387

 = variable
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